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j PLENARY SESSIONS 

Systems Requirements 

0 PV ARRAY DESIGN LIFETIME - 20 YEARS MINIMUM 

@ AVAILABLE ROOFTOP AREA - ABOUT 36,000 SO. FT. 

Q ARRAY ROOFTOPS - WATERTIGHT 

INSTRUMENTATION NETWORK - ODAS; WEATHER STATION; 
MODULES AND ROOFTOP 
TEMPERATURE 

Q MAINTENANCE AND REPAIR - MODULE REMOVAL; TEST 
EQUIPMENT; REMOTE MONITOR; 
ALARMS 

0 SAFETY - ELECTRICAL; MECHANICAL; 
SNOW /ICE 



PLENARY SESSIONS 

SYSTEM DESIGhi AND WIRING TOPOLOGY 

System Design and Performance 

PEAK POWER AT STANDARD CONDITIONS - 300 kw, MIN. 

ARRAY ELECTRICAL DESIGN - BIPOLAR, NEUTRAL 
RESISTIVELY GROUNDED 

ARRAY OUTPUT VOLTAGE - + 228 VDC 

0 MAIN BUS CURRENT A T  PEAK POWER - 660 ADC 
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, 4 PLENARY SESSIONS 

PHENEF Simplified Block Diagram 

, - - - - - - - - - - -  - - - - - - - - - -  
lo =RANCH 

, ELECTRICAL EQUIPMENT ROOM 
321 kw - 312 kw 

CIRCUITS PROTECTION 

TEMP. SENSORS I+{Tc 
f '7 T R  I 

CORRECTION 

1) W W L E  M M L A R  
SOURCE CIRCUIT TO UTILITY 

STATION 

Module Flectrical Characteristics 

0 72 WATTS MINIMUM LOT AVERAGE AT 16.2 VOLTS 

67 WATTS MODULE MlY IMUM 

0 MEASURED A? 1000 w/M2, AM 1.5, 28% 

3000 VOLT ELECTRICAL VOLTAGE INSULATION 

@ 3 ENCAPSUALTED BYPASS DIODES (12 CELLS/OtOOE) 

S SOLARLOK CONNECTORS (UL RECOGNIZED) 

0 SIZE: TWO FT. BY FOUR FT. LAMINATE 



PV Module 

FULLY TESTED BY JPL PER BLOCK V 5101-162 

PLENARY SESSIONS 

PF,dDUCTION ADHERES TO PREDETERMINED MANUFACTURING 
PROCESSES 

MODULES SUBJECTED TO UL-790 FIRE RESISTANCE TEST 

FULL MECHANICALNISUAL INSPECTION 

PREDETEPMINED ACCEPTANCE TEST PROCEDURES 

HUGHES-FURNISHED REFERENCE CELL STANDARDS 
(DSETIASTM #I781 

CALIBRATED MODULES 

SOURCE INSPECTIONILOT SAMPL ES 

SOLAREX HAS DELIVERED MODULES ABOUT 4 PERCENT 
ABOVE SPECS. 

PV Module Matching 

MODULES SEGREGATED INTO 12 CljRRENT GRADES 

MODULES MATCHED TO WlTHlr! 2 .025 AMPS PER GR?\DE 

MODULES PACKAGED 18 PER BOX: SAME G R A D i  

ONE HALF BIPOLE 

ROOFTOP MODULE CIRCUIT LAYOUT MAPPED BY GRADE 

LOWER PERFORMANCE GRADES INTO SHADOW 
PRONE AREAS 






